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DATE: 01-03-2021 ENGINEERING CONSULTANTS GROUP sa.

FIRE PROTECTION VALVES & ACCESSORIES.

Valves & Accessories for Latin District Project 2604

GIACOMINI-ITALY THREADED SWING CHECK VALVE Model: A140 is REJECTED.

Fire Department Connection to be provided complete with Identification plate
AUTO-SPKR, Plugs & Chains.

Swing Check Valve for Fire Department Connection to be same as the above
mentioned RELIABLE -USA Swing check Valve Model: REL-FCV-L501F

REC HORIZONTAL SIDEWALL TYPE Model: F1FR56-EC8 K5.6 68" C is approved.
Spare Sprinklers Cabinets & Wrench to be provided as per the approved BOQ.
Contractor is responsible for any tests that shall be required by site engineer on any
random sample upon delivery.

Manufacturer is responsible for providing equipment’s adequate for project
weather conditions.

Flanges for Gate Valves & Check Valves to be the same standards ANSI/DIN with
same holes as wel
Water Flow Switch & Supervisory Switch to be connected and terminated to Fire
Alarm System as we

Pressure Gauges to be Eosama with isolating Globe/Ball <m_<w.r_um3~m

Country of origin, Bill of landing & Packing List certificates for al _Eun_‘»mu items
shall be provided & updated upon delivery. \\
Selection shall fully comply with approved up-to-date D an Ammaw: drawings

o a,m,mma contt /o-
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ENGINEERING CONSULTANTS GROUP sa.

* Sample Board is needed for final approval.
¢ Final testing & Commissioning as per NFPA to be done after completion.
* Contractor is responsible for coordination with all trades. il

1
Engr. / Ahmed Ibrahim |
Technical Office — Mech.
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Customer / ELECON Date: 23 February 2021
Attention / Eng. M SULTAN Ref No: - 7938
Project/ BIOGENERIC PHARMA NEW
AFTER GREETING,
Kindly Note That We Have Honor To Forward to You Our Technical Submittal for Fire Fighting Equipment for the
Above Mentioned Project.

Material include

WATER SYSTEM

v

Hit i IS i : i

Supply of_i Zone control valve ¢/w :

- Supply of 3" OS & Y Resilient Seated, Ductile Iron Body Gate Valve, Flanged, 300 psi, RELIABLE,
Model REL-OSY-L399F, UL Listed / FM Approved. o

- Supply of 3" Swing Check Valve Ductile Iron Body, Flanged, 300 psi, RELIABLE, Model REL-FCV-
L5SO1F, UL Listed / FM Approved. o

1 - Supply of Supervisory Tamper Switch, POTTER ELECTRIC, Model OSYSU-1, UL
listed / FM Approved.

- Supply of 3" Water Flow switch, POTTER ELECTRIC, Model VSR SERIES, UL Listed / FM
Approved. " =

k/-'"?uwwq(lir)essure Gauge, AGF, Model 7500, UL Listed / FM Approved. .
- Supply of 1" Test & Drain, GIACOMINI, Model A61, 300 psi, UL Listed / FM Approved. ’

Supply of 4” Zone control valve c/w :-
- Supply of 4" OS & Y Resilient Seated, Ductile Iron Body Gate Valve, Flanged, 300 psi, RELIABLE,

Model REL-OSY-L399F, UL Listed / FM Approved.

- Supply of 4" Swing Check Valve Ductile Iron Body, Flanged, 300 psi, RELIABLE, Model REL-FCV-
L501F, UL Listed / FM Approved.

2. - Supply of Supervisory Tamper Switch, POTTER ELECTRIC, Model OSYSU-1, UL
Listed / FM Approved. -

- Supply of 4" Water Flow switch, POTTEFLELECTRIC, Model VSR SERIES, UL Listed / FM

roved.
Wssure Gauge, AGF, Model 7500, UL Listed / FM Approved.
- Supply of(1")Test & Drain, GIACOMINI, Model A61, 300 psi, UL Listed / FM Approved.

supply of 6” Zone control valve c/w :-

- Supply of 6" OS & Y Resilient Seated, Ductile Iron Body Gate Valve, Flanged, 300 psi, RELIABLE,
Model REL-OSY-L399F, UL Listed / FM Approved.

- Supply of 6" Swing Check Valve Ductile Iron Body, Flanged, 300 psi, RELIABLE, Model REL-FCV-

3. L501F, UL Listed / FM Approved.

- Supply of Supervisory Tamper Switch, POTTER ELECTRIC, Model OSYSU-1, UL A
Listed / FM Approved.

- Supply of 6" Water Flow switch, POTTER ELECTRIC, Model VSR SERIES, UL Listed /EM
Approved.

18" Ahmed El-Zomor Street-Before Souq El-Sayarat-Beside of Kheir Zaman Market, 9" District, Nasr City. | \/
(+201000853319) (+202-24711907) (+202-24711906 ) /

For Sales:-sales@egy-fire.com /b\
EngHossamElshafie1989@Gmail.com
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Supply of 2” Zone control valve c/w :-

- Supply of 2" OS & Y Bronze Body Gate Valve, Thrggc_lgd, 175 psi, YS valves, Model 2101A, UL
Listed / FM Approved. —

- Supply of 2" Swing Check Valve Ductile Iron Body, Flanged, 300 psi, RELIABLE, Model REL-FCV-
L501F, UL Listed / FM Approved. T

4. - Supply of Supervisory Tamper Switch, POTTER ELECTRIC, Model OSYSU-1, UL Listed / FM
Approved. -

- Supply of 2" Water Flow switch, POTTER ELECTRIC, Model VSR SERIES, UL Listed / FM
Approved.

- Supply of Pressure Gauge, AGF, Model 7500, UL Listed / FM Approved.

- Supply of 1" Test & Drain, GIACOMINI, Model A61, 300 psi, UL Listed / FM Approved.

Supply of 1" Automatic Air Vent, VALMATIC, Model VM-15A, UL Listed / FM Approved.

Supply of 2" OS & Y Bronze Body Gate Valve, Threaded, 175 psi, YS valves, Model 2101A, UL Listed
/ FM AppTBved.

Supply of Supervisory Tamper Switch, POTTER ELECTRIC, Model OSYSU-1, UL Listed / FM
Approved

Supply of 1.5" OS & Y Bronze Body Gate Valve, Threaded, 175 psi, YS valves, Model 2101A, UL
Listed / FM Approved. T

Supply of Supervisory Tamper Switch, POTTER ELECTRIC, Model OSYSU-1, UL Listed / FM
Approved ‘

Supply of 2%" OS & Y Resilient Seated, Ductile Iron Body Gate Valve, Flanged, 300 psi, RELIABLE-
USA, Model REL-OSY-L399F, UL Listed / FM Approved.

8. Supply of Supervisory Tamper Switch, POTTER ELECTRIC, Model OSYSU-1, UL Listed / FM
Approved
Supply of 8" OS & Y Resilient Seated, Ductile Iron Body Gate Valve, Flanged, 300 psi, RELIABLE-
9. USA, Model REL-OSY-L399F, UL Listed / FM Approved.

Supply of Supervisory Tamper switch, POTTER ELECTRIC-USA, Model OSYSU-1, UL Listed / FM
Approved

Supply of 8" Swing Check Valve Ductile Iron Body, Flanged, 300 psi, RELIABLE, Model REL-FCV-
L501F, UL Listed / FM Approved. T

Supply of 2%" Swing Check Valve Ductile Iron Body, Flanged, 300 psi, RELIABLE, Model REL-FCV-
L501F, UL Listed / FM Approved. “"'/

18" Ahmed El-Zomor Street-Before Souq El-Sayarat-Beside of Kheir Zaman Market, 9™ District, Nasr City.
(+201000853319) (+202-24711907) ( +202-24711906 )
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MATERIAL SUBMITTAL
Project Title: GEMS American School -Alrehab Date: 30-Dec-2020
. Ref. No.: PO021-ATR-MAR-KCG-00042
Project No.: P0O021
Rev. No.: 0t
- ; —
From: Main Contractor : ATRIUM To: LU Consul:nI:ﬁE??sneertng roup

TYPE OF MATERIAL SUBMITTED:

Architectural |:| Structural D Plumbing I:l
Electrical l:' HVAC l:l Other (Specify).Eire Protection -

MATERIAL SUBMITTED:
Sr. No. Description Specs Ref. MFR/Supptier Action Code
ire Fighti Reliable { USA
1 Fire Fighting Valves ( Zone Control Valve} 211313 { V/ B
-Reliable. Egyfire
REFERENCE DOCUMENTS:
Drawing No.: B.0.Q. No.:
Specs No.: 211313 Other:
Attachment of . . .
e ¥ Catalogue I Drawing |~ Sample [ Certificate [ Calculations [ Document
CONTRACTOR'S REMARKS:

KCEG'S COMMENTS: A pp)r 1. e/
Al vadyes sheald ke (UL] Fra) with presuve yodiyef (L) bav as

Pt iAW . Alawser of valves o po flat focce with Al fuce sasteds,

ACTION CODE:

A = Approved D B = Approved As Noted E/C = Revise & Resubmit |:|

D = Disapproved |:I £ = Info Required |:| F = Noted l___l

Date: So — |2 -

£ aim A
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SIAC-LD-07-MAT-565-01 ECGxlm iy wor'\z

. )
02-05-2021 ENGINEERING CONSULTANTS GROUP s

{Zone Control Valves - Reliable)
Comments:

Code (B):

- This approval only for valve that will be installed in the low pressure portions of
firefighting system.

- OS&Y gate valve from Reliable model (REL-OSY-L399F) made in USA China is
accepted from technical point of view.

- Check valve from Reliable model| (REL-FCV-L501F) made in USA / China is accepted
from technical point of view.

- Tamper Switch model (OSYSU-1) from Potter only made in (USA) is accepted as

. pervendor list.

- Water Flow switch model (VSR) from Potter only made in (USA) is accepted as per

_ . -vendor list.

- Pressure Gauge model (7500) from AGF only made in (USA) is accepted from
technical point of view.

- Isolation valve for pressure gauge model (R250D) from Giacomini only made in
(italy) is accepted from technical point of view.

- Test & drain valve model (A61) from Giacomini only made in (Italy) is accepted
from technical point of view. -

- Traceable certificate of origin complete with packing list shall be submitted for
approval for all ZCV components upon delivery.

- Only UL-Listed & FM-Approved items are accepted.

- Manufacturer is responsible for providing equipment’s adequate for project weather
conditions (Costal Conditions).

- Installation shall be as per manufacturer recommendations & under supervision of
site engineer.

- Random sample shall be selected by ECG site engineer from the above mentioned
items for testing upon each delivery prior to any installation for approval.

- All certification and listing shall be provided upon delivery valid and up-to-date for
final approval

- Contractor is responsible for any tests that required by site engineer on any random
sample upon delivery

- Warranty/ guaranty certificate for ZCV components against corrosion & leakage
shall be submitted in site upon delivery.

- This approval is subject to the OS&Y gate valve pass the hydrostatic test at 27 bar
(Closed) without any leakage.
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