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RD-ECG-MAT-MECH-0057
DATE: 01-03-2021

FIRE PROTECTION VALVES & ACCESSORIES.

Valves & Accessories for Latin District Project 2604

RELIABLE -USA Swing check Valve Model: REL-FCV-L501F is approved.

POTTER -USA Supervisory/Tamper Switch Model: OSYSU-1 is approved.
GIACOMINI-ITALY (FEMALE x FEMALE) Test & Drain Valve Model: A-61 is approved.
AGF-USA Pressure Gauge Model: 7500 is approved.

VALMATIC -USA AIR RELEASE VALVE Model: VM-15A.3 is approved.

RELIABLE-USA ALARM CHECK VALVE Model: E-VERTICAL is approved.
GIACOMINI-ITALY FIRE DEPARTMENT CONNECTION Model: A-95 is approved.
GIACOMINI-ITALY THREADED SWING CHECK VALVE Model: A140 is REJECTED.
Fire Department Connection to be provided complete with Identification plate
AUTO-SPKR, Plugs & Chains.

Swing Check Valve for Fire Department Connection to be same as the above
mentioned RELIABLE -USA Swing check Valve Model: REL-FCV-L501F
RELIABLE-USA SPRINKLERS is approved.

QR UPRIGHT TYPE Model: F1FRS6 K5.6 68° C is approved.

QREC HORIZONTAL SIDEWALL TYPE Model: F1FR56-ECB K5.6 68" C is approved.
Spare Sprinklers Cabinets & Wrench to be provided as per the approved BOQ.
Contractor is responsible for any tests that shall be required by site engineer on any
random sample upon delivery.

Manufacturer is responsible for providing equipment’s adequate for project
weather conditions.

Flanges for Gate Valves & Check Valves to be the same standards ANSI/DIN with
same holes as well.

Water Flow Switch & Supervisory Switch to be connected and terminated to Fire
Alarm System as well. o

Pressure Gauges to be provided Wlﬂ’l isolating Globe/Ball Valve hefore

Country of origin, Bill of landing & Packing List certificates for all Aznpnrted items
shall be provided & updated upon delivery.

Selection shall fully comply with approved up-to-date
regarding sizes, type & temperature ratings and
responsibility.
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* Sample Board is needed for final approval.
¢ Final testing & Commissioning as per NFPA to be done after completion.
* Contractor is responsible for coordination with all trades. il
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o i
AVA CREATIVE SOLUTIONS = ephasl/ Consuliant zs é 3
PROJECTS HOUSE For trading & Constructions -: Jsléudl/ Contractor 3 5 S
NL-RMS-MECH-09-R.00 -: dlaiey/ cudb 23,/ RMS Num
dwagll/ Description L/ Item 23/ Num SN i
OS &Y, Check Valve 1
Tamper, Water Flow 2 S
Switch S 3)
31
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4X2.5X2.5 inch Siamese Connection 4
Pendant & Upright Sprinkler 5
auddl/ Valuation Supplier Manifature R
Data Sheet wiwayll/ Description .. Lil/ Item A3/ Num
el Lsian aly
A | B C D
:E Attached RELIABLE 0S8 &Y, Check Valve 1
-
e
Antichad POTTER Tamper, Water Flow 2 § A
? ELECTRIC \Switch S 3
A |
g Attached Model 7500 AGF Pressure Guage 3 E
:g Attached 4X2.5X2.5 inch GIACOMINI Siamese Connection 4
/Q Attached Pendant & Upright RELIABLE====}== 5
ID) i)/ Rejected I C) dzalie/ Revise I B) A) Jleicl/ Approved I
) 3 g
Contractor / Jylés)) a 3
)
. =
i~
/\ w
: T
ST Y 2 M '»/%/;i(\/ Vﬁrlﬁﬂ S d
N\ Q/ g1
S X
R
'E o
s 9
)
R
~
\ / £ 3
ldial/ Consultant T ¢
Q O/J S
/U &




Sprinkles comments

- Sprinkler submittal are approved but the shape shall follow any arch requirement
-All sprinklers include the concealed shall be quick response (K5.6& T= 68C)

-All unit should be stamped by FM/UL

- Sample is required

- All installation shall be according to NFPA

Values & pressure gauge comments

-Reliable valves are approved as a principal materials.
-The country of origin is required. The manufacture and quality control countries are required.

-The heat number, mill certificate and packing list are required for the valves which provided
by the contractor in site.

- All valves shall stamped with Ul/FM approved.
- The size of valves must be compatible with size of pipes.
- Submit installation instructions of the manufacture.

-The selection for valves which supplied in the site is required. Kindly indicate the operation

pressure with valve.
- All installation shall be according to NFPA

Tamper, flow meter switch

- All units shall stamped with UI/FM approved.

- Connection with fire alarm are required

- The size of flow mater shall be as per shop drawing
- All installation shall be according to NFPA

Siamese connection

- Finial approved as per the civil defense approval

-All unit should be stamped by FM/UL

- All installation shall be according to NFPA

- All installation shall be according to spac

- The angle two way type is approved if required as arch requirement

- Check and OS& Y valves are required before it in installation
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